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ABSTRACT: Phase change materials are capable of storing and releasing energy in the form of heat in deter-
mined temperature ranges, so to increase a building’s thermal inertia, stabilize its indoor temperatures and 
reduce its energetic demand. Therefore, if  we used these materials we could have more energetically efficient 
buildings. Nevertheless, are these materials most appropriate to be used in buildings? Could the incorporation 
of phase change materials in buildings with concrete structures be generalized? This article aims to carry out a 
review of these phase change materials from construction professionals’ points of view, study their applications 
for buildings with reinforced concrete structures and the key points for these applications, draw conclusions and 
provide recommendations useful for all professionals within the sector who are considering the application of 
these materials.
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RESUMEN: Revisión crítica del uso de materiales de cambio de fase en edificios con estructuras de hormigón 
armado. Los materiales de cambio de fase son capaces de almacenar y liberar energía en forma de calor en un 
determinando rango de temperaturas, y así aumentar la inercia térmica de un edificio, estabilizar las temperatu-
ras en el interior y reducir la demanda energética. En consecuencia, si utilizáramos estos materiales podríamos 
tener un parque de edificios más eficientes energéticamente. No obstante, ¿estos materiales son apropiados para 
usarse en edificios? ¿Se podría generalizar la incorporación de materiales de cambio de fase en edificios con 
estructuras de hormigón? Este artículo tiene como objetivos hacer una revisión del estado del arte de estos mate-
riales de cambio de fase desde el punto de vista de los profesionales de la construcción, estudiar las aplicaciones 
en edificios con estructuras de hormigón armado y los puntos clave para estas aplicaciones, extraer conclusiones 
y recomendaciones útiles para los profesionales del sector que se planteen la utilización de estos materiales.
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1. INTRODUCTION

The energy demands of the construction sector 
are considerable and account for between 20% and 
40% of the total energy consumption of the most 
developed countries (1). This fact explains guidelines, 

such as those of the European Union (2), that con-
template a reduction in the consumption of primary 
energy of between 32% and 40% by the year 2050. 
In a similar vein, the incorporation of phase change 
materials (PCMs) into solutions adopted during con-
struction allows fluctuations of temperature inside 
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buildings to be controlled and energy demands to be 
reduced (3). However, PCMs are not well known and 
rarely used in the construction sector. 

Examples of PCMs are alkanes (organic) and 
hydrated salts (inorganic). A PCM is a substance: a) 
whose melting point is within the range of tempera-
tures at which it will be used; b) with a high specific 
heat; and c) that has a high enthalpy of phase change. 
As a consequence, when they change from solid to 
liquid and vice versa, they are capable of storing or 
releasing, respectively, large quantities of energy. 
Therefore, PCMs have a high energy storage density 
in the required range of working temperatures. 

Certain PCMs (4–7) melt within the range of 
comfort temperatures of buildings. In such cases, the 
properties of these PCMs can be used to store ther-
mal energy and consequently to reduce the energy 
demands of buildings. Of course, all solids store 
heat when their temperature increases, in the form of 
sensible heat, in accordance with their heat capacity. 
However, this represents a lower energy density than 
that of suitable PCMs over the small ranges of com-
fort temperature of buildings. So, for example, in a 
building with walls of solid concrete, a high thermal 
mass can only be achieved at thicknesses of 50 cm or 
more, and over large temperature ranges (8). 

PCMs can be used in active or passive systems of 
thermal control in buildings (9). The present study 
only focuses on passive applications. These increase 
the thermal inertia of buildings and, as a consequence, 
stabilise the inside temperatures of architectural inte-
riors. This in turn eliminates the peaks in cooling 
requirements and reduces the need for heating. 

Here we study the use of PCMs in reinforced con-
crete structures. The structure is the building entire 
set of resistant elements. It is responsible for re ceiving 
the actions that affect the construction and transmit-
ting them to the foundations, while meeting strict 
requirements regarding deformations and maximum 
stresses. The structure, without including the founda-
tions, accounts for an important part of the environ-
mental impact and of the cost of the building. Its 
construction results in the emission of between 20% 
and 30% of the CO2 generated in the construction of 
the entire building in the case of residential blocks 
(10) and its cost is between 20% and 40% of the total 
cost of the building in the case of school buildings 
(11). The structure is a promising element for the 
inclusion of PCMs because, unlike other parts such 
as the facade, it is usually located inside the build-
ing. Consequently, structures containing PCMs 
would contribute directly to stabilising the interior 
temperature and they would be protected from out-
side environmental conditions. Nevertheless, the use 
of PCMs in the structure of buildings is still a novel 
idea, as the majority of studies have focused on the 
incorporation of PCMs into the external enclosure 
of facades. Reviews that take into account some of 
the mechan ical characteristics of concrete containing 

PCMs have only been undertaken in recent years, 
(12), when the use of PCMs in prefabricated concrete 
has started to be analysed (13). It is only now that 
trials of mechanical tests have been used to charac-
terise structural concrete containing PCMs (14).

The aim of this paper is therefore to consider 
whether the use of PCMs in structural concrete  is 
vi able, while reviewing the technical literature 
concerning the application of PCMs in concrete 
structures and attempting to provide a functional 
and structural view of them. To this end, the key 
points that are introduced into the planning and 
laying of reinforced concrete structures through the 
use  of  PCMs are analysed. Finally, there is a dis-
cussion of whether the incorporation of PCMs into 
structural concrete is feasible, with conclusions and 
recommendations for the sector.

2. MATERIAL AND PRODUCTS 
CONTAINING PCMS

In this section, first we present a brief recap of 
the characteristics of PCMs used in reinforced con-
crete  structures and provide references to the con-
siderable literature that reports in-depth studies and 
classifications of them. Then we turn to products con-
taining PCMs; that is, industrially manufactured and 
commercially available products that are made from 
PCMs, some of which can be useful in constructing 
buildings with enhanced energy performance.

2.1. PCMs

PCMs are usually classified following Abhat’s 
1983 scheme (15) which sorts them according to 
the type of heat exchange and the change of state 
they are designed to perform through their compo-
sition and application. In the range of temperature 
changes that we are interested in here, the most com-
mon PCMs are the following (7):

a) Inorganic PCMs: hydrated salts and inorganic 
eutectic systems.

b) Organic PCMs: alkanes, fatty acids and organic 
mixtures.

It can also be useful to classify PCMs according 
to their latent heat of fusion and their melting point, 
as given in the 1997 work by Mehling and Cabeza 
(16). Their properties are compared in numerous 
studies (17–20). With regard to the objective of the 
present study, the most important thermal proper-
ties of PCMs are: 

a) Organic PCMs have low thermal conductivi-
ties: lower densities of storage; that is, a lower 
capacity to store energy per unit volume. They 
also undergo large changes in volume during the 
phase change, although they function via the 
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change from solid to liquid, when the variation 
in volume is less.

b) Inorganic PCMs have a less versatile range of 
melting points and working temperatures; but 
they are compatible with the range of tem-
peratures required for construction applica-
tions: between 15°C and 70°C. They exhibit a 
high degree of subcooling; that is, a delay at 
the start of solidification during which they do 
not release their latent heat although their tem-
perature drops below their solidification point. 
In some cases they undergo segregation in their 
phase change cycles, which can lead to a reduc-
tion of their thermal storage efficiency (7). 

Another important drawback is the incompati-
bility of these PCMs with certain construction 
materials. This is the case, for example, of the cor-
rosion of metals that inorganic PCMs cause; none-
theless, this is minimal in stainless steel, which 
exhibits low rates of corrosion (8.60 mg·cm−2·y−1 
in low-temperature storage) and this allows for its 
use in applications such as encapsulation. In con-
trast, the high rates of corrosion are unaccept-
able in copper or carbon steel: up to 723.31 and 
175.20 mg·cm−2·y−1, respectively, in salt-water solu-
tions as PCM for low-temperature storage (21). 
Furthermore, some organic PCMs, such as fatty 
acid esters, are not stable in alkaline environments; 
they react with calcium hydroxide and lose their use-
fulness as PCMs over a short period of time: some 
six months. Consequently, it is not advisable to use 
them in contact with binders that contain calcium 
hydroxide, in contrast to the case of alkanes which 
are stable in alkaline environments (22).

2.2. Products containing PCMs

Due to the drawbacks mentioned above, in many 
cases PCMs are not used directly. Instead some form 
of protective technique is adopted, such as encapsu-
lating or stabilising them. 

Products containing encapsulated PCMs are clas-
sified according to the type of encapsulation, their 

shape and size, or whether they are embedded in or 
affixed to the structure. This can be seen in Table 1 
(7, 14, 23), where the encapsulation is divided in 
micro- and macro-encapsulation. Figure 1 and 
Figure 2 (24) present different graphic examples of 
both types of encapsulated materials.

Encapsulating PCMs averts leakage (25) and 
allows them to be manipulated while they are laid. 
In addition, mixing the PCM with certain addi-
tives and agents can be a way to overcome its 
deficiencies and thus enhance its essential char-
acteristics: storage capacity, thermal conduc tivity, 
con gruent melting, stability, etc. Table 2 (7, 21, 26) 
shows some of  these improvement strategies that 
result in increased applicability of  the materials, 
since they guarantee their performance (relia-
bility, reproducibility, etc.).

Micro-encapsulated PCMs are enclosed in micro-
capsules with a high-molecular-weight polymeric 
coating (27). The coating must be compatible with 
the PCM inside and with the material into which it 
is embedded. This type of  encapsulation presents 
the following additional advantages: improved heat 
transmission, due to the large surface area per unit 
volume; and improved stability, because the separa-
tion into phase is limited to the microscopic scale. 
In contrast, macro-encapsulated PCMs are con-
tainers of  PCM that are commercialised in different 
formats: panels, capsules, bags, tubes, etc. (9)

Stabilised PCM products do not require encap-
sulation, since the behaviour of the PCM has been 
improved; this is the case, for example, with mix-
tures of alkanes and HPDE (28). Recent studies 
recommend the use of ester mixtures without encap-
sulation as PCMs in buildings due to their increased 
thermal stability over prolonged periods of heating, 
reduced volatility, decreased environmental impact 
and improved resistance to fire (29, 30). Research is 
also underway into: form-stable PCMs (FSPCMs), 
whose volume does not change and which do not 
require encapsulation (31); and low-melting-point 
metal PCMs (32), which despite still being at an 
initial stage of research, present increased conduc-
tivity, volumetric stability and prolonged usefulness.

Table 1. Types of encapsulation for PCMs used in the building sector and examples of them (7, 14, 23)

Encapsulation

Capsules PCM 
substances

Construction 
processes Examples Shape Size

Micro-encapsulated
 (Fig. 1)

Spherical or 
cylindrical

Ø < 1 mm Paraffin Embedded - Granulated, Rubitherm 
- Micronal DS 5008 X 
- MPCM-28 wet cake 

Macro-encapsulated
 (Fig. 2)

Depending on 
the container

Ø > 1 cm Organics and 
inorganics

Wall and 
ceiling linings

- Flat container, Kissmann 
- EPS Ltd Module beam 
- Bags (Climator, Dörken)
- Celblock
- Aluminum container
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3. THE DESIGN AND USE OF REINFORCED 
CONCRETE STRUCTURES CONTAINING 
PCMS

In this paper we study the incorporation of PCM 
products into different types of structures in rein-
forced concrete buildings. This includes those built 
using both concrete poured on site and prefabri-
cated concrete, used in girders, modules, piles or 
beams; and with one-way or two-way reinforcing 
(33). Using PCMs in the structures of buildings was 
first contemplated in the 1970s (34) and 1980s (35), 
when their use in elements of enclosure was also 
studied (36) and they were first used to control the 
temperature of buildings (37). 

During the design and development of  reinforced 
concrete structures that incorporate PCM products, 

it is important to take into account the shape in 
which the products arrive on site and the construc-
tion processes used to incorporate the PCM into 
the building. Table 3 (43) classifies PCMs according 
to these two parameters and presents both wet con-
struction processes, which involve materials that are 
made using water—such as concrete—and which 
can incorporate micro-encapsulated and stabilised 
PCMs through embedding, immersion and impreg-
nation processes; and dry or mainly dry construc-
tion processes in which the PCMs arrive on site as 
small elements, semi-products or components, and 
can be incorporated into the building by screwing 
or nailing them into place, or through the addition 
of  glue, mortar, etc. Semi-products are products 
that can easily be cut in situ before they are incor-
porated using dry construction processes; while 
components leave the factory with their definitive 
shape and are incorporated as received on site.

All these products could be used in applications 
involving new construction; while in rehabilitation, 
small elements and semi-products would be more 
practical due to their size and their dry mode of use. 
Impregnation or immersion is a specific method for 
incorporating PCMs into construction elements that 
consists of submerging a construction material or 
element (concrete block, panel, etc.) in a solution of 
stabilised PCM. This system is laborious and its use 
should take into account the possibility of leaks (25).

What follows is a review of the main factors that 
should be taken into account with these materials, 
from different points of view:

a) Thermal behaviour: The incorporation of PCMs 
into concrete elements leads to an improve-
ment in thermal performance that is not easy to 
achieve by increasing the thicknesses of the con-
crete without PCM, unless it is a considerable 
increase. As early as the 1980s, it was calculated 
and corroborated through tests that a construc-
tion solution that consisted of an 8.1 cm Trombe 
wall containing PCM had greater thermal 
inertia than the same solution using 40  cm of 
concrete (37); or that a 3.5 cm wall containing 
PCM could substitute a similar concrete wall of 
15 cm (44). In these pioneer studies, the Trombe 
walls containing PCMs incorporated calcium 
chloride hexahydrate (CaCl2·6H2O) with the 
addition of diatomaceous earth inside tubes 
embedded in the wall or in cells in the blocks 
that the wall was built of. In short, it repre-
sents  an initial PCM efficiency between four 
and five times greater than that of concrete.

  Studies performed this century confirm this 
relation, since a 16 cm wall with the addition of 
an inorganic PCM has a greater storage capac-
ity than a 50 cm concrete wall (8). Another 
example is the 1.5 cm-thick Smartboard with 
Micronal from BASF, with a thermal storage 

Figure 1. BASF Micronal microencapsulated PCM  
as dispersion, courtesy of BASF.

Figure 2. CSM Rubitherm Module (24).
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capacity equivalent to 9 cm of concrete (41). 
From these experiments, an average equivalence 
value can be estimated, as an order of magni-
tude, of 4 times more storage capacity in ele-
ments that incorporate PCMs. This is merely a 
rough value, however, as it varies according to 
parameters such as the type and the quantity of 
PCM incorporated; parameters that have not 
been determined in the majority of the studies.

  So, the most promising applications of PCMs 
in structures improve the thermal performance 
of the building, increasing its thermal inertia and 
thereby increasing its capacity to store energy; 
while reducing the thermal conductivity of the 
structure. Numerous studies corroborate these 
improvements that PCM contribute to actual 
and theoretical buildings (3, 42, 45, 46). There 
are also studies that calculate the characteris-
tics of the ideal PCM for a specific application 
(47). These studies corroborate the beneficial 
thermal behaviour of both micro-encapsulated 
PCMs embedded in concrete (23) and macro-
encapsulated PCMs or PCM semi-products 

lining the structure (26). In any case, it is bet-
ter to apply the PCM to elements with the max-
imum exchange surface per unit volume; surface 
structural elements such as the framework and 
shear walls. These will produce better results 
than linear structural elements such as pillars or 
beams. 

b) Cost: At present, the elevated initial cost of 
PCM products makes it impossible for their use 
to be the norm within the construction sector. 
For example, incorporating BASF’s Micronal 
into 1% and 5% of the volume represents a price 
increase of between 35% and 96%1. If  we con-
sider the cost in the long term, the time required 
to recover the initial investment, considering 
the thermal benefits, varies from 10 to 50 years 

Table 2. Improvement strategies for PCM encapsulation (7, 21, 26)

Organic PCM Inorganic PCM

-  Additives to improve their heat transfer.

-  Encapsulation to reduce their volume changes.

-   Mixed with nucleating agents, in thin horizontal layers 
and mechanically stirred to avoid segregation and 
subcooling.

-   In long term usage, additives to avoid PCM incongruent 
fusion, which reduces 25% their storage capacity.

-   Encapsulation to improve PCM compatibility with surrounding materials.

Table 3. Classification of PCM products depending on their construction processes and the shape in  
which they arrive to the building site, based on a classification of construction materials (43)

Wet construction
 processes

Embedded in concrete, 
mortar, plaster …

-   Micro-capsules dispersed in water or as dry powder (Table 1, Fig. 1 y Fig. 2)
-   Stabilized (28) and FSPCM (31)

Immersion -   Stabilized for concrete blocks (38, 39)

Impregnation -   Stabilized for light weight aggregate (LWA) (40)

Assembling small and 
medium-sized elements

Macro-encapsulated (Tabla 1)

Dry construction
 processes

Semi-products -   Gypsum Wall (BASF) (41)
-   Fibreboard FB (Rubitherm) (7)
-   Dupont panels (7)

Assembling large elements

Components -   Prefabricated concrete structures, which incorporate 
PCM micro-encapsulated (42), macro-encapsulated 
or semi-products.

-   Light prefabricated panels and modules 
(incorporating macro-encapsulated PCM or 
semi-products).

1The cost of HA-30/F/20/IIIa reinforced concrete and laying 
on site for walls with 30 kg/m³ of B500SD steel reinforcing 
as given in a construction materials database was considered 
(48); together with the micro-encapsulated PCM Micronal at 
10 €/kg, with an apparent density of 300 kg/m³, in accord-
ance with our purchase of this material from BASF.
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depending on the product, the location of the 
building, etc. (49). Recent studies evaluate low-
cost materials used as PCMs: residues, waste 
from industrial processes, natural oils and the 
like. To date, five materials with great potential 
as future PCMs have been identified: two types 
of alkane, a sub-product of fibres, coconut oil 
and jojoba oil (50).

c) Environmental impact: PCMs have a greater 
environmental impact than the majority of con-
ventional construction materials. For example, a 
factory-ready double-panel polyurethane parti-
tion filled with hydrated salts or with alkanes has 
an impact that is some 8% or 19% greater, respec-
tively, than the same partition without the PCM 
(51). This impact is reduced over the complete 
life cycle assessment (LCA), given that the impact 
of production is compensated by reductions in 
energy demand and CO2 emissions over the useful 
life of the product. The impact varies according 
to the type: that of hydrated salts can be compen-
sated over 25 years’ use and that of alkanes over 
61 years’ use (51). In order to optimise entire LCA, 
it is best to maximise the use of PCMs, maximise 
the useful life of the building and search for new 
PCMs with less environmental impact (52). At the 
end of their useful life, the majority of PCMs can 
be recycled; organic PCMs are biodegradable and 
inorganic ones are innocuous.

d) Fire resistance: The different types of PCM react 
differently to fire: organic PCMs are inflam-
mable and when they burn, the combustion cre-
ates toxic gases; while inorganic PCMs are not 
inflammable. Consequently, semi-products con-
taining embedded PCMs such as alkanes, which 
are inflammable, require preventative measures 
to be taken to achieve the response to fire that is 
required in buildings. Some of the solutions cur-
rently in use in plaster panels containing PCMs 
are: to add a non-inflammable coating to protect 
them, to apply a fire-resistant treatment to the 
surface or to use a PCM that when combined 
with the panel produces a self-extinguishing 
product (53). Additives are also used to improve 
the response to fire (7) and recently the use of 
subproducts such as flame retardants have been 
studied with promising results (54).

e) Durability: PCMs face problems of durability 
and of conservation of their properties over time 
(2.1); these drawbacks have already been con-
siderably reduced in products containing PCMs 
(2.2). Organic PCMs are highly volatile, age 
rapidly due to oxidation and undergo changes 
in their odour; while inorganic PCMs have a 
problem of stability in their phase changes. 
However, the durability and stability of PCM 
products (Fig. 1, Fig. 2) that are encapsulated, 
stabilised and/or embedded in other materials, 
are optimised.

  Some recent studies have proposed incorpo-
rating lightweight aggregate impregnated with 
stabilised PCM into concrete to minimise the 
problems associated with the freezing/thaw-
ing cycles (40, 55) that large concrete surfaces 
exposed to cold climates, such as face concrete 
facades, etc. (56), undergo during the useful life.

4. THE LAYING OF REINFORCED 
CONCRETE STRUCTURES CONTAINING 
PCMS

To build structures that incorporate PCM prod-
ucts, the type of construction process by which the 
PCM is incorporated into the building, as men-
tioned above, is a defining factor: 1) wet; or 2) dry.

4.1. Wet construction processes 

To analyse this type of process, several factors 
are taken into account, including: composition, the 
strength of the concrete, the elastic modulus, the 
quantity of water, its workability, the concreting 
process, setting and others.

• Composition: When micro-encapsulated or sta-
bilised PCMs are included in the concrete mix, 
the PCM substitutes a percentage of aggregate 
or it is used as an additive. For example, tests 
have been performed in which 5% to 20% of the 
sand is substituted, or the PCM is used as an 
additive from 5% to 20% (14) or as 1%, 3% or 
5% of the total volume (23). 

  The cement and the PCM product used must 
be compatible. As mentioned in section 2.1 
above, some organic PCMs are not stable in 
alkaline environments and they react with cal-
cium hydroxide, which leads to a deterioration 
of the PCM properties. Concrete is an alkaline 
environment and such PCMs can deteriorate 
if  they are in direct contact with the concrete 
mixture. If  the reaction occurs during the cur-
ing process of fresh concrete, the hydration of 
the cement may be interrupted and this may 
reduce the strength of the resultant reinforced 
concrete (57). In order to prevent these reac-
tions, PCM products that are stable or stabilised 
through encapsulation can be used (section 2.2). 
In these cases, the most appropriate cement for 
the proposal is used (58), which in the majority 
of building structures is Portland CEM I (23) 
or Type I (14) cement. In contrast, if  it is neces-
sary to use an unstable PCM without encapsula-
tion, it is necessary to study ways to reduce the 
alkalinity of the concrete, for which there is sup-
porting technical literature available (23), and to 
take into account that certain advantages will be 
lost, such as the protection that alkalinity offers 
the reinforcing.
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• Strength of the concrete (fc): There are con cretes 
containing PCMs that have acceptable stren-
gth for structural applications, with the stren-
gth depending mainly on the amount of PCM 
incorporated. Studies and tests have produced 
concretes with 28-day compressive strengths 
(fck,28) of 25 N/mm2 (42); 21, 35 and 52 N/mm2 
(23) and from 12.55 to 19.44 N/mm2 (14), as 
shown in Table 4 (14, 23, 42).

  These compressive strengths are between 
28% and 91% those of the reference concrete 
and are inversely dependent on the amount of 
PCM em bedded, which substitutes the stron-
ger fine aggregate. Therefore, the incorporation 
of PCMs into concrete leads to a reduction in 
the strength of the material, although concrete 
that is ideal for many structural building appli-
cations can be obtained. The flexural strength 
is also reduced through the incorporation of 
PCMs, but this is not so significant (14). These 
strengths depend on the homogeneity of the mix 
(59) and the resulting granular skeleton which 
depends on the PCM and the other components 
of the concrete (23), among other factors.

• Young’s modulus (E): The Young’s modulus of 
the concrete is reduced by the incorporation of 
PCMs. This reduction has not been quantified 
but it is predicted, given that PCM products 
are less rigid than the corresponding fine aggre-
gates that they substitute. Studies of concretes 
made with lower quality aggregates show that 
they have lower E values (60, 61). Although 
data are not available for the E values of micro-
encapsulated PCMs, the “effective Young’s mod-
ulus” (Eeff) has been calculated using atomic force 
microscopy (AFM). Table 5 (27) gives values for 
micro-encapsulated Micronal with particles of 
different diameters and at different temperatures. 

These values of Eeff are lower than the E of the 
sand normally used in the formulation of con-
crete, which has a size of at least 63 µm (62) and 
it is composed of silica, with grains with E values 
from 21.6 GPa to 98 GPa (quartz) (63).

• Quantity of water: The incorporation of PCMs 
leads to an increase in the amount of water 
required in the concrete mix if the PCM incor-
porated absorbs water via surface absorption. 
However, if  the PCM is pre-treated (Table 4), there 
is no variation in the quantity of water needed in 
the mix, or there is a minimal change, both in the 
case of introducing micro-encapsulated PCMs 
and in the incorporation of lightweight aggregate 
(LWA) impregnated with PCM and water  (40), 
as shown in Table 6 (14, 23, 40).

• Workability: The size and shape of the micro-
capsules (see Table 3) should lead to good work-
ability (31, 40), as corroborated in V-funnel, 
slump-flow and J-ring tests performed on fresh 
self-compacting concretes (23). 

• Concreting process: It is best to add the micro-
encapsulated PCM at the last minute of the 
mixing process, in order to prevent damage to 
the micro-capsules (14). Likewise, it is best to 
embed them in self-compacting concrete and 
use strong micro-capsules (23). 

• Setting: The incorporation of micro-encapsulated 
or stabilised PCMs into the concrete mix in -
creases the thermal inertia of the concrete, 
thereby reducing the increase in temperature 
during the semi-adiabatic concrete curing pro-
cess, which slows down hydration and thus 
minimises cracking (54). 

• Other points to consider: There are no recom-
mendations for concrete containing em bedded 
PCMs with respect to: the anchorage or coat-
ing of  the reinforcing; erosion resistance; 
on-site control and conformity; recyclability; 
precision; etc.

Table 4. Compressive strengths, at 28 days (fck,28), of concretes containing  
PCM compared to concretes without PCM

fck,28 (N/mm2) PCM amount
Concrete without 
PCM (N/mm2) Reference

25 5% of weight – (42)

21 to 52 5% to 1% of volume respectively 74 (23)

15,79 to 19,44 Sand substitution from 20% to 5% 21.44 (14)

12,55 to 16,20 PCM as an additive from 20% to 5%

Table 5. Effective Young Modulus (Eeff) of micro-encapsulated PCM  
Micronal DS 5001 with different diameters and temperatures

Diameter Eeff a 25 °C Eeff a 45 °C Reference

150 µm 4.9 GPa ± 2.4 GPa 7.2 GPa ± 4.2 GPa (27)

6 µm 24.5 MPa ± 9.1 MPa 24.9 MPa ± 11.6 MPa
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4.2. Dry construction processes

Here we consider the case of PCM products that 
are incorporated into buildings through dry con-
struction processes. In dry processes, the products 
are industrially prefabricated using PCMs (23) and 
they arrive on site ready for assembly. Each one 
of the different types of product, as classified in 
Table 3, has different characteristics and a different 
laying process.

• Macro-encapsulated products, such as alu-
minium containers, can be affixed to struc-
tural surface elements, such as structural walls 
or reinforced slabs. There are reports of these 
products making an important contribution to 
the thermal performance of buildings (64, 65). 
These products should preferably be secured to 
structural elements using means of affixation 
that can be dismounted in case of breakdown or 
at the end of their useful life. It is also advisable 
to separate these products with joints that allow 
for their dilatation; and if  they are covered by 
other construction elements, they should also be 
dismountable. If  they are placed over slabs, then 
they need to be designed as or protected from 
their use as flooring (66, 67). 

• PCM semi-products are panels of plasterboard, 
fibre, etc. that are manufactured containing 
PCMs and which can be cut to size and affixed 
to concrete structures (7, 41). They are designed 
for this purpose and the manufacturer’s infor-
mation is available regarding their placement on 
site (41). If  PCM semi-products are used (67), 
they can be placed in the same way as panels of 
similar materials that do not contain PCMs (68, 
69, 41) but taking into account the characteris-
tics the PCM confers on them, as explained in 
this review.

• Components are volumetric elements or mod-
ules that include a part of the building, such 
as a bathroom or a bedroom, and which have 
been constructed from other PCM products 
(42). When they are manufactured, it is impor-
tant whether the materials that constitute them 
are micro-encapsulated, macro-encapsulated 
or semi-products, and the information con-
tained in both this section and the preceding 

one  is  relevant for them. On-site assembly of 
these components may be based on similar sys-
tems without PCMs (33) taking into account the 
particularities of the PCM that they contain, as 
laid out in this review. 

If new elements or parts are added to a building 
whose structure includes PCMs after completion, 
it is important not to perforate the PCM products 
as the PCM capsules may be damaged resulting in 
leakage. This must also be borne in mind during the 
useful life of the building, since it is important to 
avoid perforating construction elements that incor-
porate PCMs. Consequently, all users should be 
aware of the location, advantages, limitations, etc., 
of the construction elements that incorporate PCMs, 
which should be detailed in the plans of the building. 

5. CONCLUSIONS

The advantages of including PCMs in buildings 
with concrete structures are numerous. However, 
it needs to be borne in mind that, as things stand 
today, the generalised incorporation of phase 
change products into buildings with reinforced con-
crete structures is not feasible. Nevertheless, their 
incorporation should soon be viable, once the fol-
lowing requirements are met:

a) A reduction in the cost and environmental 
impact of PCM products. The optimisation of 
their other weak points also favours their incor-
poration, such as an improvement in the response 
to fire of organic PCMs and an increase in the 
strength of micro-encapsulated PCMs. 

b) The need for complete technical documenta-
tion on the micro-encapsulated and stabilised 
PCM products that can be incorporated into 
concrete; the information needs to be accessible 
to architects and engineers who work with these 
applications. The mechanical data on encapsu-
lated PCM products and the resultant concrete 
needs to be available in order to allow the cor-
rect development of a project and the design 
of structures containing PCM. In addition, the 
thermal data need to be available; those that 
refer to the PCMs themselves are already avail-
able at present. 

Table 6. Variation of the water amount in concretes containing PCM compared to similar concretes without PCM

Amount of water in 
concretes containing PCM

Relation water / 
cement PCM amount

Amount of water in 
concretes without PCM Reference

207.4–248.4 dm³/m³ 0.68 1%–5% in volume 203.2 dm³/m³ (23)

200 kg/m³ 0.57 Sand substitution of 5%–20% 200 kg/m³ (14)

PCM as an additive from 5%–20%

108 kg/m³ + LWA 0.4 Impregnated LWA 108 kg/m³ + LWA (40)
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c) PCM products require certification for their 
application in the construction sector.

d) There have to be manuals and user’s guides that 
explain the laying of concrete structures with 
embedded PCMs, or for them to be affixed to. 
This should include instructions for mixing, 
placing, setting, transport, assembly, etc. as well 
as advice regarding the use and lifecycle of the 
completed buildings.

e) Rules and guidelines are needed regarding the 
use of PCMs in the structures of buildings.

f) Awareness and willingness on the part of all those 
who participate in the construction of this type 
of building—owners, constructors, engineers, 
architects, developers, etc.—to introduce PCM 
products into structures in order to enhance the 
energetic performance of the buildings. Moreover, 
projects and construction practices need to maxi-
mise the efficiency of PCMs in each application.
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